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ORIGINATOR STANDARDS COORDINATOR STANDARDS SUPERVISOR UNIT DIRECTOR

HANDLE EXTENSION: 4 & 26kV SWITCHES

All metal parts shall be of the configuration and dimensions shown. They shall be made of
steel that conforms to ASTM A36 and shall be free of rough or uneven surfaces and edges.
All parts shall be galvanized after fabrication in accordance with ASTM A123.

Reference Specifications: ASTM A36 and ASTM A123.
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